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PART A – INTRODUCTION 

1. Scope and Purpose 

1.1 This Guide is to help councils, through their municipal building surveyors (MBS), 
efficiently and consistently assess and close out (‘acquit’) privately owned low risk rated 
buildings with combustible cladding on external wall systems. What is required for 
acquittal will be different for each building. This Guide is intended to assist the MBS to 
work through the circumstances of a low risk rated building to be satisfied that it can be 
acquitted. 

1.2  This Guide requires the council MBS to make a determination to acquit a building and 
close the Statewide Cladding Audit (the Audit) process for that building. To make this 
determination the MBS should assess the building holistically and consider: 

a. whether the combustible cladding identified on the external wall systems of a 
building is a danger to the life, safety or health of any occupants or members of the 
public or to property (in the same way the MBS would make this assessment under 
section 106 of the Building Act 1993 (Act)); 

b. if such a danger is considered to exist: 

i. whether immediate action is required to ensure building owners put in place 
fire safety risk mitigation measures and/or other risk mitigation measures to 
reduce any risk prior to the acquittal of the building; and 

ii. what other action is required to mitigate the danger; and 

c. whether essential safety measures (ESM) for the building are compliant and do not 
require repair or additional work other than the scheduled maintenance 
requirements. 

1.3 This Guide applies to low risk rated buildings already identified and within the scope of 
the Audit led by the Victorian Building Authority (VBA), and for low risk rated buildings 
identified in the future through the Audit process.  

2. Context and background 

2.1 The VBA is leading the Audit on behalf of the Victorian Government. 

2.2 Overseen by the Victorian Cladding Taskforce (VCT) and in line with Ministerial 
expectations, the Audit was established to identify and address inappropriate use of 
aluminium composite panel (ACP) and expanded polystyrene (EPS) materials on the 
external walls of buildings, within the scope of the VCT recommendations. 
Recommendations by the VCT have led to policy and statutory reforms to ensure 
Victorian buildings are safe, and enforcement by the VBA to hold practitioners to 
account for the inappropriate use of combustible cladding. While the original VCT 
recommendation focused on ACP and EPS, the MBS should consider all types of 
combustible cladding and the building holistically in applying this Guide. 

2.3 In identifying buildings where combustible cladding had been used, the Audit’s focus is 
on fire safety. It involves the assessment of the risk of danger to the life, safety or health 
of any occupants or members of the public or to property, posed by the use of 
combustible cladding on buildings identified as part of the Audit’s scope. 

2.4 The Audit has identified the potential presence of combustible cladding on 198 
buildings1 that were assessed by an independent panel of experts through the Audit’s 

 
1 As at 14 February 2020. 
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Advisory Reference Panels (ARP)2 as posing a ‘low risk’ of danger to the life, safety or 
health of any occupants or members of the public or to property. The use of 
combustible cladding on these buildings may not be compliant with the Act or relevant 
building regulations (Regulations) which includes the Building Code of Australia (BCA). 

2.5 Following the Audit, the VBA provides the relevant council information collated through 
the Audit that includes the risk assessment determination made by the ARP panel 
members, the recommendations and advice, the ARP minutes, the iAuditor report and 
the Risk Assessment Tool outcome (ARP information pack).  

3. Roles and responsibilities 

3.1 The VBA 

3.1.1 The VBA is responsible for the regulation of buildings, building and plumbing work and 
the regulation of building practitioners and plumbers. The VBA has regulatory oversight 
of the safety of buildings in Victoria and monitors and enforces compliance with the Act 
and the Regulations. 

3.1.2 The VBA is responsible for the delivery of the Audit program, and to monitor and report 
on progress to the Victorian Government and the community. The VBA continues to 
undertake inspections, assess the safety of the occupants or members of the public as a 
result of combustible cladding identified on in-scope buildings and ensures, through 
working with councils, appropriate risk mitigation action is taken to reduce the risk of 
fire associated with combustible cladding. 

3.1.3 The VBA will monitor (as required under section 197 of the Act) the acquittal process by 
the council, through the MBS, to ensure this is being efficiently and consistently 
implemented and to provide the required reporting to government.  

3.1.4 The VBA will not undertake any decision making about the acquittal of low risk rated 
buildings, which remains the responsibility of the Council through the MBS.  

3.2 The Council  

3.2.1 It is the responsibility of the council, through the MBS, to acquit and close out low risk 
rated buildings in accordance with this Guide. The MBS should consider this Guide when 
making decisions about the safety of low risk rated buildings, their occupants and the 
community and any ESMs. 

3.2.2 The council is responsible for the administration and enforcement of Part 8 of the Act 
(being the enforcement of safety and building standards), as well as enforcement of the 
Regulations.  
 

3.2.3 This information has been provided to assist councils, through the MBS, to undertake 
their functions and is not intended to fetter the discretion of the MBS under the Act. 
Where this Guide states that an MBS should take a step or apply an approach, the MBS 
needs to exercise judgement and discretion as to whether or not, and how, to apply that 
step or approach to the particular circumstances of the building in question.  

3.3 Cladding Safety Victoria 

3.3.1 Cladding Safety Victoria (CSV) will help owners corporations develop high-quality and 

 
2 Under the audit methodology recommended by the VCT in the Co-Chairs’ Interim Report dated 1 December 2017, the 

purpose of the Advisory Reference Panel (ARP) is to support the council appointed MBS in undertaking their statutory 

functions under the Building Act 1993 (Vic) (Act). 
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cost-effective solutions that meet the requirements of approval authorities for privately 
owned buildings.  

3.3.2 CSV’s program of work produces information and evidence related to the "as-built" 
construction of the external wall system of a building and associated fire safety systems. 
This information has the potential to further inform and assist MBSs in making decisions 
with respect to enforcement.  

3.3.3 Although funding for rectification works is only available for higher rated buildings, CSV 
may provide owners corporations with advice and assistance during the rectification 
and/or acquittal process.  

3.4 Owners Corporations 
3.4.1 Enforcement issued by MBSs under Part 8 of the Act is served on an owner of a property. 

Owners and owners corporations have the option to make representations to Building 
Notices and are responsible for carrying out building works required by a Building Order. 

3.4.2 Where an owner carries out works which require a building permit, owners will need to 
engage a building surveyor. Owners may also appoint and seek an expert opinion from 
appropriate building practitioners, such as a fire engineer, during the process. 

3.5 MBS Review Panel 

3.5.1 During the acquittal process the MBS is encouraged to convene an MBS Review Panel 
to: 

a. provide the MBS with a peer review of the MBS’s assessment; 

b. provide guidance to the MBS where new information about the building has come 
to light or concerns have arisen following the inspection and any sampling and 
testing; and/or 

c. provide guidance to the MBS when making a decision. 

3.5.2 The MBS Review Panel is encouraged to also apply this Guide when providing a peer 
review or guidance to the MBS. This will ensure consistency in decision making. 

3.5.3 If the MBS has referred a matter to an MBS Review Panel, the MBS should take action 
consistent with the MBS Review Panel’s recommendations or should document reasons 
why the MBS’s decision and actions depart from the MBS Review Panel’s 
recommendations. 

3.5.4 The MBS may convene an MBS Review Panel at any time and on any matter, question or 
determination that it makes or considers making during any part of the acquittal 
process. 

4. General Guidance 

4.1 Other Guidance 
The VBA provides the following guidance material that may assist with the acquittal 
process: 

• Guide to Councils on acquittal of privately-owned moderate risk rated buildings 
with combustible cladding on external wall systems; 

• Guide to Councils on acquittal of privately-owned high risk rated buildings with 
combustible cladding on external wall systems;  

• Guideline for Cladding Rectification; 

• the Building Notices and Building Orders policy on extension of time to submit 
representations in response to Building Notices or for compliance with Building 
Orders, in relation to buildings with combustible external wall cladding (Building 
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Notices and Building Orders Extension Policy); and  

• Minister's Guideline MG-14: Issue of permits where building work involves the use 
of certain cladding products (Minister's Guideline MG-14).  

The MBS should refer to these documents where prompted to do so. The MBS may 
request copies of these documents from the VBA if required. 

4.2 Record Keeping 
The MBS should document and keep a record of all relevant information to support the 
decision to acquit a building or any other decision. 

4.3 Reporting 
The MBS should report on the progress of their acquittal assessment to the VBA: 

• at appropriate stages of the process; and 

• on issuing any Emergency Orders, Building Notices, Building Orders or Building 
Order Minor Works. 

The VBA will provide each Council with a template form to be used for reporting under this 
Guide (VBA Report). 

The purpose of the VBA Report is to provide the VBA with the required information to: 

• report to the Department of Environment, Land, Water and Planning on progress 
relating to the acquittal of low risk rated buildings;  

• understand what steps are taken in relation to these buildings to inform future 
approach and guidance; and 

• gain general information on buildings within Victoria to understand trends, issues, 
risks and opportunities within the sector.   

It is important for the MBS to proactively progress all low risk buildings through to acquittal 
and to keep the VBA informed of progress through the VBA Report. The MBS is encouraged 
to raise any issues or concerns during the process with the VBA. 

 

PART B – ACQUITTAL PROCESS 

5. Acquittal Process 

In carrying out its functions in relation to the acquittal of low risk buildings, the MBS 
should follow the steps set out in Part B of this Guide, together with the flowchart set 
out in Annexure A.  

Throughout the process, and as any new information is provided to the MBS, the MBS 
should consider whether the information available to them about a building gives them 
reason to exercise their functions set out in sections 102, 106 or 113 of the Act.  

5.1 Step 1 – Review building documentation 
5.1.1 The MBS should review the information about the building held by the council and the ARP 

information pack provided by the VBA. If additional information about the building is 
required, so that the MBS can undertake Step 4, the MBS should exercise its powers to 
obtain that information quickly.   

5.2 Step 2 - Conducting an inspection 

5.2.1 The MBS (or delegate) should conduct an inspection of each low risk rated building 
before making any decision to acquit. 

5.2.2 The purpose of the inspection is to: 
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a. verify that the information the MBS has received from the VBA is still current or if 
there have been any changes or new information;  

b. consider whether the use of combustible cladding presents a danger to life, safety 
or the health of occupants or the public or a danger to property; 

c. confirm there are no other circumstances or features of the building that may cause 
the MBS to not acquit the building having regard to the MBS's functions under 
sections 102, 106 and 113 of the Act. 

5.3 Step 3 - Sampling and testing of combustible cladding 

5.3.1 In undertaking the process to acquit a low risk rated building, the MBS may request that 
the owner undertake sampling and testing of combustible cladding. This could arise if the 
MBS is unsure about the nature of the combustible material or product, and that 
uncertainty impacts their assessment. 

5.3.2 If the MBS decides sampling and testing is required, the MBS should ensure these 
undertaken in accordance with the Act and the Regulations and any relevant approved 
standards or guidelines issued by the VBA. 

5.3.3 If sampling and testing has been undertaken (whether by the MBS or the owner), the 
MBS should note on the VBA Report that sampling and testing has been undertaken and 
provide the VBA with a copy of the results of the sampling and testing.  

5.4 Step 4 - Consideration of all relevant information  

5.4.1 In undertaking the process to acquit a low risk rated building, the MBS should consider, 
as a minimum, the following: 

a. the information obtained through the inspection of the building (if undertaken);  
 

b. the results of the sampling and testing of combustible materials (if undertaken);  

c. the building features in relation to external cladding with consideration of the relevant 
Performance Requirements of the National Construction Code (NCC); 

d. how the combustible cladding has been used including whether: 

•  the combustible cladding is an attachment rather than part of an external wall; 

•  the combustible cladding has been used as an architectural feature or trim; 

•  the combustible cladding is used in vertical and/or horizontal unbroken or 
contiguous sections; 

•  the combustible cladding is located near or immediately adjacent to ignition 
sources; 

•  the combustible cladding is located near or above exits so as to make the exit 
unusable in the event of a fire; 

•  the combustible cladding is located in, near or around balconies or whether 
balconies are sprinkler protected; 

•  the combustible cladding is located near openings or windows so as to promote fire 
spread between compartments or sole occupancy units; 

•  fire spread that could hamper, or exceed the capability of fire brigade intervention 

e. any ESMs non-compliances identified by the ARP assessment or from additional 
inspection activities should be demonstrated to be resolved or under active enforcement 
by the MBS; 
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f. comparison of the building provisions with the BCA deemed to satisfy requirements and 
an opinion on the level of redundancies or otherwise, for example, additional exits 
provided or conversely performance solutions approved for extended egress; 

g. review of approved performance solutions (or building non-compliances that have not 
been formally approved as a performance solution) to form an opinion if they are 
justifiable given the presence of combustible cladding; and 

h. the need for a management plan to ensure critical items relied on are maintained 
including: 

•  review of ignition sources; 

•  any additional ESM maintenance requirements. This may include more frequent 
testing and servicing to ensure ongoing performance of critical ESMs; 

•  no additional building features that may contribute to fire spread such as 
combustible awnings or sail shades. 

5.4.2 The MBS should consider whether the information available to them about a low risk 
rated building gives them reason to exercise their functions set out in sections 102, 106 
or 113 of the Act. Those sections require the MBS to consider whether an emergency 
order, a building order minor works or a building notice should be issued. 

Note: 

As these buildings have been assessed as low risk, it is unlikely that the MBS would 
consider that there are grounds for issuing an emergency order, unless for other 
identified building issues. 

However, there may be grounds for issuing a building notice. A building notice may be 
issued on any one of the bases set out in section 106 of the Act, including that 
combustible cladding on the building: 
a. has been used in contravention of the building permit; or  
b. has been used in contravention of the Act or the regulations, including the BCA; or  
c. is a danger to the life, safety or health of the occupants or the public; or  
d. is a danger to the property.  

 

5.5 Step 5 - Further building works 

5.5.1 If building works are considered necessary, the MBS should take the necessary 
enforcement action, or such action as may be consistent with the recommendation of the 
MBS Review Panel if the building is referred to them by the MBS.  

5.5.2 If retention of some or all of the combustible cladding is considered, the MBS should: 
a. consider seeking a peer review from the MBS Review Panel and may request that 

the building owner makes an application for a section 160 or 160A determination by 
the Building Appeals Board; and 

b. advise the owners to consult with their insurers about any implications of retaining 
some or all of the combustible cladding.  
 

5.5.3 Where cladding replacement works are considered necessary, the MBS should consider 
Minister's Guideline MG-14 and whether a determination from the Building Appeals Board 
(BAB) may be required. 

5.6 Step 6 - Decisions and record-keeping 

5.6.1 The MBS should acquit a low risk rated building if: 
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i. the MBS is satisfied, having assessed the building holistically, that 
relevant requirements under the Act, the Regulations and this Guide are 
met; and 

ii. any works required by the MBS to reduce the risk related to combustible 
external walls or attachments, or to address other fire safety matters 
such as ESMs, have been completed to a satisfactory level. 

5.6.2 If the building has any other outstanding non-compliance issues, the building can 
nonetheless be acquitted from the Audit process. Any outstanding non-compliance issues 
should be separately addressed by the MBS outside of the Audit process. 

5.6.3 Once the MBS determines to acquit a low risk rated building, the MBS should within 14 
days: 

a. write to the building owner to inform them of the acquittal decision; 

b. file a copy of the letter on the council’s records for the building; and 

c. provide a copy of the letter to the VBA and note this on the VBA Report. The VBA 
will provide written confirmation to the Owners Corporation Manager, advising the 
building is no longer part of the Statewide Cladding Audit. 

 

6. Definitions and Acronyms 

All terms referenced in the Act, Regulations and BCA apply to this Guide. For the purposes of this 
Guide, the following terms are defined: 

acquit to close out the Statewide Cladding Audit process for that building 

In this Guide the following acronyms apply:  

ACP Aluminium composite panel  

Act Building Act 1993 (Vic) 

Audit the Statewide Cladding Audit 

ARP Advisory Reference Panel 

BCA Building Code of Australia 

EPS Expanded polystyrene  

ESM Essential Safety Measures 

MBS Municipal Building Surveyor 

NCC National Construction Code 

RAT Risk Assessment Tool 

Regulations the Building Regulations (Vic) in force from time to time 

VBA  Victorian Building Authority 

VCT Victorian Cladding Taskforce 
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ANNEXURE A: LOW RISK GUIDE FLOWCHART 


